6”

three eighths inch = one foot one half inch = one foot three quarters inch = one foot one inch = one foot one and one half inches = one foot three inches = one foot

one quarter inch = one foot

16

one eighth inch = one foot

07 STACKED TRANSFORMER DETAIL

NO SCALE

PIPE PENETRATION

PIPE PENETRATION

FOR EXPOSED AREAS

CHROME PIPE COLLAR _-J

0

FOR CONCEALED AREA

INTERIOR WALL
/_ CUT SMOOTH HOLE
PACK TIGHT W/FIRE SAFING

R —_
S E T LA

SCHEDULE 40 PIPE SLEEVE

PROVIDE 1° MINIMUM CLEARANCE
1" THICK 3M—FIRE STOP OR EQUAL
US. GYPSUM THERMA-FIBER

L ) e e E A e
. D S . 'a
I P SRR NP SN

1" MINIMUM

AROUND ALL PIPES (TYPICAL)

08 FIRE PENETRATION DETAIL

NO SCALE

BUILDING GROUND
/_ (GREEN WIRE)
A —

04 STANDARD RECEPTACLE GROUNDING DETAIL

NO SCALE

CEILING
ROUTE TO POWER SOURCE — NOTE:
AS SHOWN ON PLAN CONTRACTOR SHALL ROUTE
FLEX CABLE ALONG CABINET
APRON. CONTRACTOR SHALL
COVER FLEX CABLE WITH
UPPER MIREMOLD, NONMETALLIC
CABINET RACEWAY; COLOR SELECTED
BY ARCHITECT.
FLEX OR CABLE‘/ /
TYPE AC /
WREMOLD —— UNDER CABINET LIGHT
NONMETALLIC
RACEWAY
BASE
CABINET
FLOOR

05 UNDER CABINET FIXTURE DETAIL

NO SCALE

/—SLAB ABOVE \

3'-0" FOR 0-150V
NOMINAL PANEL 30" WHICH DOES NOT

4'-0" FOR 151-600V
NOMINAL PANEL

SLAB ABOVE \

\

HAVE TO BE CENTERED
ON EQUIPMENT.

/—WALL

I

DN\

EXCLUSIVELY
DEDICATED
SPACE
PANEL

FINISHED
FLOOR \

ANNNNNNSN GRS NN\

N\

SIDE VIEW

v

PANEL

—=———PANEL

3
2
<
=

SIDE VIEW FRONT VIEW
REQUIRED

CLEARANCE

REQUIRED CLEARANCE DETAIL

06 TYPICAL PANELBOARD

NO SCALE

1 2 3 4 5 6 | 7 8 9
MOUNTING STRAP
GROUNDED METAL
OUTLET BOX
GREEN HEX HEAD
GROUNDING SCREW
:” KBONDING JUMPER
@ GROUND HOT
NEUTRAL——| >—— GROUND
HOT ————<J} d>—NEUTRAL
(S )
©
-
ALIGN THE FRONT OF
EACH TRANSFORMER
T3 O
! H HH
6" MIN. FOR 5
CONTRACTOR PROVIDED VENTILATION
BOLTED OR WELDED STEEL ﬂ E 8§
R R o [ | T WRE GFCI DEVICE SUCH THAT
TRANSFORMER. WEIGHT. T o THE DOWNSTREAM DEVICES ARE NOT
FRONT RESET, AFFECTED BY GROUND FAULT
CONDUIT TeST INTERRUPTION. IE. NON FEED THRU.
EACH GFCI DEVICE SHALL BE SELF
|] |] N PROTECTING ONLY.
<
N
FRONT ELEVATION SIDE ELEVATION
LINE
NEUTRAL

O1 GFClI RECEPTACLE - WIRING DIAGRAM

NO SCALE

—7

TERMINATE W/BUSHINGS ABOVE NEAREST ACCESSIBLE
CEILING (U.N.O.) COORDINATE LOCATION WITH ACCESS
DOORS IN GYP. BD. CEILINGS CONDUITS.

orR Wor WOR V\Mﬁ

[
00
-—

U.N.O.

1" EC. IN WALL W/PULL WRE
(TYPICAL FOR EACH DEVICE)

WALL MTD. TELEPHONE OR DATA OUTLET - SEE
FLOOR PLANS FOR LOCATIONS

L CEILING

STUB UP FOR CASEWORK MOUNTED TELEPHONE
OR DATA OUTLET SEE FLOOR PLANS FOR LOCATION.

r FLOOR

(2N

NOTE:

\— RUN IN SLAB

TELEPHONE AND DATA SYSTEMS SHALL BE EMPTY CONDUIT ONLY.
ACTUAL DEVICES, WIRING AND EQUIPMENT SHALL BE FURNISHED AND
INSTALLED BY OTHERS.

02 TELEPHONE AND DATA OUTLET DETAIL

NOT TO SCALE

O 3 NOT USED

NO SCALE

FULLY SPRINKLERED

C ON SULT ANT S AR CH ITE CT /EN G I N EERS Drawing Title Project Title Project Number
- WACLLEL - ELECTRICAL DETAILS VAMEDICAL CENTER4E | 668336 Office of
Building Number -

MEP STRUCTURAL LIFE SAFETY % PATIENT WARD EXPANSION . Facilities
CONSTRUCTION DOCUMENTS 100% SUBMITTAL FORBID  [06/13/2012|| pavID WRIGHT JOHN HANCOCK JOHN MITROS —] 23 WestBroad St,, site 200 Management
CONSTRUCTION DOCUMENTS 100% SUBMITTAL 06/22/2011 CCRD PARTNERS STROUD-PENCE & ASSOC. RHINO FIRE PROT. ENG. PLC ® Richmond, Virginia 23220 CA PROJECT 00938.02 Approved: Project Director Location Drawing Number
CONSTRUCTION DOCUMENTS 95% SUBMITTAL 02/01/2011]| 3311 W. BROAD ST. 4198 COX RD., SUITE 110 250 EXCHANGE PLACE, #B Telephone: 804.3533051 ' WASHINGTON DC
DESIGN DEVELOPMENT 50% SUBMITTAL 06/21/2010|| RICHMOND, VA 23230 GLEN ALLEN, VA 20107 HERNDON, VA 20107 Z, Facsimie: 8043581442 Date Checked Drawn E 7 . O 1
SCHEMATIC DESIGN 15% SUBMITTAL 05/03/2010||  (804) 355-2067 (703) 481-8914 (703) 481-8914 tr3 Webpage: - www.csarch.com TB/ DEW WA @)@f @”’ﬁm@g%;@?
Revisions: Date ARCHITECTS eterans s

VA FORM 08-6231, OCT 1978
1 | 3 4 5 6 7 8 9 |




	146-E701.dwg
	FULL-SIZE


